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BS PS 1 Lapas nr.2
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Kirtiklis,
o F-2 QF-3 QF-4 QF-5 QF-6 QF-7 QF-8 QF-9 QF-10 QF-11 QF-12 QF-13 QF-14 QF-15 QF-16 QF-17
Automatinis ° QS-1 Q
jungils; | | cor O\ SAOTM O\ SA0IM Q\ SADIM Q) SAOTM )\ SAOIM O\ SAOIM O\ SAOIM )\ SAOIM <\ SAOIM O\ SAOIM )\ SAOIM O\ SAOIM O\ SA0IM & SAOM O SAOIM Q) S401M
tipas; C63A C2A B16A B16A B16A B16A C13A C13A C13A C13A C13A C13A C13A C13A C13A C13A
; nominali | SLP20.27515+1
srove, A; v/ Tpasi243.
| (D)
kabelio | | -
skerspjavis, == — — = = == == == == === == == == ===
] mfrjﬁ | ooy iy iy iy vy BMXCPSA002 BVXCPSA002 BIXCPS4002 BIXCPS002 BVXCPSA002 BVXCPSA002 BVXCPS002 BIXCPS4002 BVXCPS4002 BVXCPSA002
linii CI24DCHD CI24DCHD CI24DCH0 C24DCHD In055A In056A n055A n055A In055A In05EA n055A n055A I055A I05EA
inijos in54A In54A In54A in54A
ilgis, m |________________________________________________
c 53
= SUDERINTA
% b Elektros ir aulomatikos 5'(!,!."!'.:5
Elektros Technings konbrolés ir analizés grupé
imtuvo
— Zyméjimas
BS-NMS-1 R-1
o | Numeris BS-PS-1 R Valtmet
plane l oltmetras
Kab ilgis, m 10
Kabﬁ]s;frsp. 16,0 25 25 25 25 25 25 25 25 25 25 25 25 25 25
Nominali
| galia,kw 9,9 13 13 13 13 013 0,13 0,13 0,13 013 0,13 0,13 0,13 013 0,13
Srové In, A 41.40 5.40 5.40 5.40 5.40 0.55 0.55 0.55 0.55 0.55 0.55 0.55 0.55 0.55 0.55
Tr. jung. 040
: srové, kA : '
amp. nuost.
poo 0.16
Imtuvo pav.
E
ir numeris BS-PS-1 Virsitampi QUINT4PS/ QUINTAPS/ QUINTAPS/ QUINT4PS/
pag. tech. vadas r'iféti'\‘l“;s“’ AP AP AP ACPADCHD.2 BMXCPS4002 BMXCPS4002 BMXCPS4002 BVXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPSA4002
schemg
Pastaba: o . o . Ate,fltr?to = ORLEN |/ .0 e s 875-50 SILUMINES ELKTRINES BENDRASTOTINIY JRENGINIY
| |- Maitinimo Saltiniy tipai, kiekiai ir ju, maitinimo kazbehal bus tikslinami PVA projekto dalyje, kitame projekto etape. i 355$CE Kdevited AUTOMATIZUOTOS VALDYMO SITEMOS ATNAUJUINIMAS
- Maitinimo $altiniy maitinimui naudoti 3G2.5mm< (ne mazesnio skerspjavio) kabelius. /M 4
33444 | PDV | KMartinaitis % 2026.02 | 875-00 Siluminé elekiring
in2 G.Tupikas 202602 | BSPS1
. / Skaiciuojamoiji vienlinijiné schema
0 | 2026.02 Vykdymui Etapas AB "ORLEN LIETUVA" Mastelis | |Lapas| 1 [Lapy| 3 | Laida | 0
Laida Data Keitimy pavadinimas (priezastis) TDP Uzsakovo Nr. OLP02829 OLP02829-272572/701-875-00-TDP-E -SV03
i 2 3 f 5 6
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1 2 3 4 6
Lapas nr.1 BS PS 1 Lapas nr.3
A | Saltinis
Rez]  [Rex] [l [l [l  [Re] [l [
B m @ @ m B B B B @ B B M N B [E
) ® ) @ ) ] ) ® ) ) ) @ @ ) ) )
S S
Kirtiklis,
Automatinis QF-18 QF-19 QF-20 QF-21 QF-22 QF-23 QF-24 QF-25 QF-26 QF-27 QF-28 QF-29 QF-30 QF-31 QF-32 QF-33
ungikls 3\ S401M S401M S401M SA0IM )\ S401M S401M SAOIM )\ SA0IM O\ S4OIM <\ SAOIM <\ S4OIM <\ S40TM S401M S401M S401M S401M
tipas: ’ C13A C13A C13A C13A C13A C13A C13A C13A C13A C13A C13A C13A C13A C13A C13A C13A
nominali
B srove, A;
Kabelio
| skerspjavis, =
mm? BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002
linijos In055A In055A In055A In055A In0.55A In055A In055A In055A In055A In0.55A In0.55A In055A In055A In055A In0.55A In0.55A
ilgis, m e
C
Elektros
imtuvo
— zyméjimas
o | Numeris
plane
Kab ilgis, m
Kab;nsnlifrsp. 25 25 25 25 25 25 25 25 25 25 25 25 25 25 25 25
Nomlnall 0,13 0,13 013 0,13 0,13 0,13 0,13 0,13 0,13 0,13 0,13 0,13 0,13 0,13 0,13 0,13
—] galia, KW
Srové In, A 0.55 0.55 0.55 0.55 055 055 0.55 0.55 0.55 0.55 0.55 0.55 0.55 0.55 0.55 0.55
Tr. jung.
srove, kA
tamp. nuost.
%
¢ [Imtuvo pav.
Igangu Teecr;]S BMIXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002 BMXCPS4002
schemg
o SUDERINTA
Elektros ir automatikos skyrius
Technings konbnolés ir analizes grupe
F
0 ]2026.02 Vykdymui Etapas AB "ORLEN LIETUVA" Mastelis | |Lapas| 2 [Lapy| 3 | Laida | 0
Laida Data Keitimy pavadinimas (priezastis) TDP Uzsakovo Nr. OLP02829 OLP02829-272572/701-875-00-TDP-E -SV03
1 ) 3 4 6
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Lapas nr.2 BS PS 1
Al Saltinis B
Rez. Rez. Rez. Rez. | Rez. Rez. Rez. | Rez. | |
100230, PEN |
® ® [0) [0) ] |
<
Kirtiklis, |
Automatinis QF-34 QF-35 QF-36 QF-37 QF-38 QF-39 QF-40 QF-41 QF-42
jungiklis: & S401M S401M S401M S401M S401M S401M S401M S401M S401M |
tipas; ’ C13A C13A C16A C16A C16A C16A C16A C16A C16A
nominali |
B srove, A; |
Kabelio |
tipas ir ~ ~ |
| skerspjavis, —— =
mm? BMXCPS4002 BIVXCPS4002 |
ilgis, m _______________________________________________J
C
Elektros
imtuvo
— Zyméjimas
Rez. Rez. Rez. Rez. Rez.
o | Numeris
pIane Rezervas Rezervas Rezervas Rezervas Rezervas
Kab ilgis, m 15 15
Kab. skersp. 25 25 25 25
NchTr]anr:all
| galia, kW 0,13 0,13 05 05
Srové In, A 0.55 0.55 2.08 2.08
Tr. jung.
srove, kA
tamp(.) nuost, 049 049
0
¢ [Imtuvo pav.
ir numeris
BMXCPS4002 BMXCPS4002
pag. tech.
schemg
_ SUDERINTA
Elektros ir automatikos skyrius
Techminds konbolés ir analigts grupe
F
0 ]2026.02 Vykdymui Etapas AB "ORLEN LIETUVA" Mastelis | |Lapas| 3 [Lapy| 3 | Laida | 0
Laida Data Keitimy pavadinimas (priezastis) TDP Uzsakovo Nr. OLP02829 OLP02829-272572/701-875-00-TDP-E -SV03
1 2 3 4 6 8
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